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Citation No.: 03-11-15C-004

CALIFORNIA
STATE WATER RESOURCES CONTROL BOARD
DIVISION OF DRINKING WATER

IN RE: BLUEBELL VALLEY MUTUAL WATER COMPANY
Water System No.: 5500040

TO: BLUEBELL VALLEY MUTUAL WATER COMPANY
ATTN: TIM HOLDEN

P.O. BOX 56

Standard, CA 95372

Cc:  Tuolumne County Environmental Health Department

CITATION FOR
VIOLATION OF HEALTH AND SAFETY CODE, SECTION 116650(a) AND THE PRIMARY
DRINKING WATER STANDARD FOR SIGNIFICANT RISE IN BACTERIAL COUNT,
TITLE 22, SECTION 64426
February 2015

Issued on April 14, 2015

The State Water Resources Control Board (hereinafter “Board”), acting by and through its
Division of Drinking Water (hereinafter “Division”) and the Deputy Director for the Division
(hereinafter “Deputy Director”), hereby issues this citation (hereinafter “Citation”), pursuant
to Section 116650 of the California Health and Safety Code (hereinafter “CHSC”) to Bluebell

Valley Mutual Water Company (hereinafter “Water System”) and its owner of record for
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violation of CHSC section 116550(a) and Title 22, California Code of Regulations

(hereinafter “CCR”), Section 64426.

APPLICABLE AUTHORITIES

The applicable statutes and regulations are provided in Attachment A, attached hereto and

incorporated by reference.

STATEMENT OF FACTS

The Bluebell Valley Water Company (hereinafter “Water System”) is a privately-owned
community water system located in Tuolumne County that supplies water for domestic
purposes to approximately 230 individuals through approximately 90 service connections.
The Water System is a community public water system as defined in CHSC, section

116275.

The Water System is required to collect a minimum of one (1) distribution system
bacteriological samples per month. The bacteriological water analysis result submitted by
the Water System reported the presence of E.coli and total coliform bacteria in a routine
sample collected by the Water System on February 17, 2015. In addition, a total of six (6) of
twelve (12) samples collected in the month of February reported the presence of E. coli
bacteria. A Tier 1 public notification was issued on February 23, 2015. The following month,
March 2015, three sets of routine distribution system samples including the wells were
collected and reported results that were absent for total coliform bacteria. The Division
rescinded the Boil Water Order on March 27, 2015. A detailed description of the events
involving this violation is provided in Attachment B. All water samples for coliform bacteria

collected during February and March 2015 are summarized in Attachment C.
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Public notification to the Division and consumers of a water system is required whenever
there is a significant rise in bacterial count. Notification to the Division is required by the end
of the business day on which the violation has been determined. If the Division is closed,
notification shall be within 24 hours of the determination. The Laboratory notified the
Division on February 23, 2015. The Division was not notified, in accordance with the above

referenced section.

Public notification to the customers/consumers of the Water System was conducted on
February 23, 2015, advising each customer of the significant rise in bacterial count during
the month of February 2015. A copy of the notice that was directly delivered to each

customer is provided as Attachment D. Proof of notification is required.

The source of the contamination may have been Well 1B which tested positive for total
coliform and E. coli bacteria in a repeat sample collected on February 23, 2015. The Water
System submitted an incident report (see Attachment E) and the investigation suggests that

there is a leach field nearby that is not meeting the minimum setback requirements.

The California Groundwater Rule (GWR) requires the collection of a sample for
bacteriological evaluation from the well(s) serving the system in response to a coliform
positive distribution sample within 24 hours of being notified of the coliform positive result.
Based on data submitted to the Division, the Water System did not collect their raw water
well samples from Wells 1A, 1B, 2 and 3 in a timely manner in follow up to the E.Coli and
total coliform positive routine samples collected on February 17, 2015. Bacteriological
sampling of these wells was conducted on February 23, 2015. Wells 1A, 2 and 3 did not
shown presence of total coliform bacteria. Well 1B showed the presence of E. coli and total

coliform bacteria.




o

10
11
12
13
14

16
17
18
19
20
21
22
23
24
25
26
27

Citation No.: 03-11-15C-004
Issued April 14, 2015

DETERMINATION

Based on the above Statement of Facts, the Division has determined that the Water System
and its owner of record have has violated CHSC, Section 116550 and Section 64426 in that
the water produced by the Water System failed to comply with Title 22, CCR, Section
64426, Significant Rise in Bacterial Count for the month of February 2015 due to the

presence of E.coli bacteria in a routine sample collected in February 17, 2015.

The Division has also determined that the Water System failed to comply with Title 22, CCR,
Section 64426 (b) which requires a public water system to notify the Division, when a
violation of Section 64426(a)(1) through (3), that a significant rise in bacterial count has
occurred. Notification to the Division is required by the end of the business day on which the
violation has been detelrmined. If the Division is closed, notification shall be within 24 hours

of the determination.

Based on the submitted data, the Division has also determined that the Water System failed
to comply with the California Groundwater Rule which requires the Water System to conduct
triggered source monitoring from the well(s) serving the system in response to a coliform
positive distribution sample within 24 hours of being notified of the coliform positive result.
The Water System collected raw water samples from Wells 1A, 1B, 2 and 3 on February 23,

2015.

DIRECTIVES
The Bluebell Valley Mutual Water Company and its owner of record are hereby directed to

take the following actions:
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Comply with Title 22, CCR, Section 64426, in all future monitoring periods.

By April 30, 2015, the Water System shall provide to the Division certification of public

notification using the enclosed Proof of Notification form (Attachment F). A copy of the

final notice that was distributed is included as Attachment D.

By April 30, 2015, the Water System shall submit an amended Bacteriological Sample
Siting Plan which identifies locations and descriptions of routine sample sites and

corresponding repeat sample sites.

The Water System shall notify the Division of any violations of the total coliform MCL
by the end of the business day on which the violation has been determined, or, if the

Division is closed, within 24 hours of the determination.
In accordance with the California Ground Water Rule, the Water System shall conduct
triggered source monitoring in response to a coliform positive distribution sample

within 24 hours of being notified of the coliform positive result.

By May 30, 2015, the Water System shall prepare a report documenting a cross-

connection survey of the water distribution system by a certified specialist to identify
locations where cross-connections are likely to occur and which makes
recommendations of backflow protection needs. This report shall be submitted to the
Division for review and approval. All necessary backflow prevention devices
recommended shall be installed and tested within 60 days of the Division approving

the report.
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7. The Water System shall conduct additional bacteriological tests on the raw water

produced from Well 1B once a week during the months of April, May and June. All of
these raw water samples shall be analyzed for total and fecal coliform using the
Multiple Tube Fermentation Method to determine the density of the coliform. The
results of these samples shall be reported to the Division by the 10th day of the

following month.

8. The Water System shall prepare an Emergency Chlorination Plan and submit to the

Division for review and approval by April 30, 2015.

9.  The Water System shall conduct a well cycle test of Well 1B following a significant rain
event. A copy of the protocol for conducting a Bacteriological Well Cycle Test is
attached. All monitoring results must be submitted to the Division for review by the 10"

day of the month following completion of the analyses.

9.  All submittals required by this Citation shall be addressed to:
Kassy D. Chauhan, Senior Sanitary Engineer
State Water Resources Control Board
Division of Drinking Water, Visalia District

265 W. Bullard Ave, Suite 101
Fresno, CA 93704

As used in this Citation, the date of issuance shall be the date of this Citation; and the date
of service shall be the date of service of this Citation, personal or by certified mail, on the

Water System.

The Division reserves the right to make such modifications to the Citation as it may deem

necessary and/or to issue such further citation(s) as it may deem necessary to protect public




o N O o1 b

10
11
12
13
14
15
16
17
18
19
20
21
i
23
24
25
26
97

Citation No.: 03-11-15C-004
Issued April 14, 2015

health and safety. Such modifications may be issued as amendments to this Citation and

shall be effective upon issuance.

Nothing in this Citation relieves Water System or its owner of record of its obligation to meet
the requirements of the California SDWA, or any regulation, standard, permit or order issued

thereunder.

PARTIES BOUND

This Citation shall apply to and be binding upon Bluebell Valley Mutual Water Company, its
owners, shareholders, officers, directors, agents, employees, contractors, successors, and

assignees.

SEVERABILITY

The Directives of this Citation are severable, and Bluebell Valley Mutual Water Company
and its owner of record shall comply with each and every provision hereof, notwithstanding

the effectiveness of any other provision.

FURTHER ENFORCEMENT ACTION

The California SDWA authorizes the Board to: issue a citation with assessment of
administrative penalties to a public water system for violation or continued violation of the
requirements of the California SDWA or any regulation, permit, standard, citation, or order
issued or adopted thereunder including, but not limited to, failure to correct a violation
identified in a citation or compliance order. The California SDWA also authorizes the Board
to take action to suspend or revoke a permit that has been issued to a public water system if
the public water system has violated applicable law or regulations or has failed to comply

with an order of the Board; and to petition the superior court to take various enforcement
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measures against a public water system that has failed to comply with an order of the

Board. The Board does not waive any further enforcement action by issuance of this Order.

q-14-1< L?Q/ZW/I) C/W(/kl/ﬁd

Date Kassy D. Chauhan, P.E.
Senior Sanitary Engineer, Merced District
DRINKING WATER FIELD OPERATIONS BRANCH

Certified Mail No. 7010 3090 0002 0396 4123

Cc: Tuolumne County Environmental Health Department
Mr. John Turner, Contract Operator, 18803 Middle Camp Road Twain Harte CA 95383

KDC/mIm

Attachments:

Attachment A:  Applicable Authorities
Attachment B: Detailed Description of Events
Attachment C.  Summary of Distribution Bacteriological Samples from February to March 2015
Attachment D: Public Notice for February 2015
Attachment E: Completed Investigation Form
Attachment F:  Proof of Notification Form
Attachment G: Well Cycle Test




Attachment A

Applicable Statues and Regulations for Citation No. 03-11-15C-004

Section 116650 of the CHSC states in relevant part:
§116650. Citations

86
3°

4428, Significant Rise in

(a) If the Division determines that a public water system is in violation of this chapter or
any regulation, permit, standard, citation, or order issued or adopted thereunder, the
Division may issue a citation to the public water system. The citation shall be served
upon the public water system personally or by certified mail. Service shall be deemed
effective as of the date of personal service or the date of receipt of the certified mail. If
a person to whom a citation is directed refuses to accept delivery of the certified mail,
the date of service shall be deemed to be the date of mailing.

(b) Each citation shall be in writing and shall describe the nature of the violation or
violations, including a reference to the statutory provision, standard, order, citation,
permit, or regulation alleged to have been violated.

(c) A citation may specify a date for elimination or correction of the condition constituting
the violation.

(d) A citation may include the assessment of a penalty as specified in subdivision (e).

(e) The Division may assess a penalty in an amount not to exceed one thousand dollars
($1,000) per day for each day that a violation occurred, and for each day that a
violation continues to occur. A separate penalty may be assessed for each violation.

terial Count of Title 22, California Code of Regulations

Y Bac
(CCR) states in relevan part:

(a) Any of the following criteria shall indicate a possible significant rise in bacterial count:
(1) A system collecting at least 40 samples per month has a total coliform-positive
routine sample followed by two total coliform-positive repeat samples in the repeat
sample set;

(2) A system has a sample which is positive for fecal coliform or E. coli; or
(3) A system fails the total coliform Maximum Contaminant Level (MCL) as defined in
§64426.1.

(b) When the coliform levels specified in subsection (a) are reached or exceeded, the water
supplier shall:

(1) Contact the Department by the end of the day on which the system is notified of
the test result or the system determines that it has exceeded the MCL, unless the
notification or determination occurs after the Department office is closed, in which
case the supplier shall notify the Department within 24 hours; and

(2) Submit to the Department information on the current status of physical works and
operating procedures which may have caused the elevated bacteriological
findings, or any information on community iliness suspected of being waterborne.
This shall include, but not be limited to:




(A) Current operating procedures that are or could potentially be related to the
increase in bacterial count;

(B) Any interruptions in the treatment process;

(C) System pressure loss to less than 5 psi;

(D) Vandalism and/or unauthorized access to facilities;

(E) Physical evidence indicating bacteriological contamination of facilities;

(F) Analytical results of any additional samples collected, including source
samples;

(G) Community iliness suspected of being waterborne; and

(H) Records of the investigation and any action taken.

(c) Upon receiving notification from the Department of a significant rise in
bacterial count, the water supplier shall implement the emergency notification
plan required by Section 116460, Health and Safety Code.

Section 64426.1 of Title 22, California Code of Regulations (CCR) states in relevant part:
§64426.1. Total Coliform Maximum Contaminant Level (MCL).

(a)

(b)

(c)

Results of all samples collected in a calendar month pursuant to Sections 64423,

64424, and 64425 that are not invalidated by the Department or the laboratory shall be

included in determining compliance with the total coliform MCL. Special purpose

samples such as those listed in §64421(b) and samples collected by the water

supplier during special investigations shall not be used to determine compliance with

the total coliform MCL.

A public water system is in violation of the total coliform MCL when any of the

following occurs:

(1) For a public water system which collects at least 40 samples per month, more
than 5.0 percent of the samples collected during any month are total coliform-
positive; or

{2y Far a nithlic watar cuc*am wihirh r\r\llar\l‘c Fa wer *hcn 40N eamnlno r\ar mnnfh mnra
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than one sample collected during any month is total coliform- p03|t ve; or
(3) Any repeat sample is fecal coliform-positive or E. coli-positive; or
) Any repeat sample following a fecal coliform-positive or E. coli-positive routine
sample is total coliform-positive.

If a public water system is not in compliance with paragraphs (b)(1) through (4), during
any month in which it supplies water to the public, the water supplier shall notify the
Department by the end of the business day on which this is determined, unless the
determination occurs after the Department office is closed, in which case the supplier
shall notify the Department within 24 hours of the determination. The water supplier
shall also notify the consumers served by the water system. A Tier 2 Public Notice
shall be given for violations of paragraphs (b)(1) or (2), pursuant to section 64463.4. A
Tier 1 Public Notice shall be given for violations of paragraphs (b)(3) or (4), pursuant
to section 64463.1.

Section 64463.4 of Title 22, California Code of Regulations (CCR) states in relevant part:
§64463.4. Tier 2 Public Notice.

(a)

A water system shall give public notice pursuant to this section if any of the following
occurs:
(1) Any violation of the MCL, MRDL, and treatment technique requirements, except:
(A) Where a Tier 1 public notice is required under section 64463.1; or
(B) Where the Department determines that a Tier 1 public notice is required,
based on potential health impacts and persistence of the violations;
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(2) All violations of the monitoring and testing procedure requirements in sections
64421 through 64426.1, article 3 (Primary Standards — Bacteriological Quality),
for which the Department determines that a Tier 2 rather than a Tier 3 public
notice is required, based on potential health impacts and persistence of the
violations;

A water system shall give the notice as soon as possible within 30 days after it learns
of a violation or occurrence specified in subsection (a), except that the water system
may request an extension of up to 60 days for providing the notice. This extension
would be subject to the Department’s written approval based on the violation or
occurrence having been resolved and the Department’s determination that public
health and welfare would in no way be adversely affected. In addition, the water
system shall:

(1) Maintain posted notices in place for as long as the violation or occurrence
continues, but in no case less than seven days;

(2) Repeat the notice every three months as long as the violation or occurrence
continues. Subject to the Department’s written approval based on its
determination that public health would in no way be adversely affected, the water
system may be allowed to notice less frequently but in no case less than once per
year. No allowance for reduced frequency of notice shall be given in the case of a
total coliform MCL violation or violation of a Chapter 17 treatment technique
requirement; and

A water system shall deliver the notice, in a manner designed to reach persons
served, within the required time period as follows:

{1} Unless otherwise directed by the Depnartment in writing based on its assessment
\ 'I AL LI A ) Vi N Wi u" LI RAYS vaul LININsI L BEE WV l\'ll MMOUADWNA WV LW AW DI T T WL

of the violation or occurrence and the potential for adverse effects on public

health and welfare, community water systems shall give public notice by;

(A) Mail or direct delivery to each customer receiving a bill including those that
provide their drinking water to others (e.g., schools or school systems,
apartment building owners, or large private employers), and other service
connections to which water is delivered by the water system; and

(B) Use of one or more of the following methods to reach persons not likely to
be reached by a mailing or direct delivery (renters, university students,

- nursing home patients, prison inmates, etc.):
1. Publication in a local newspaper;
2. Posting in conspicuous public places served by the water system, or on
the Internet; or
3. Delivery to community organizations.

(2) Unless otherwise directed by the Department in writing based on its assessment
of the violation or occurrence and the potential for adverse effects on public
health and welfare, noncommunity water systems shall give the public notice by:
(A) Posting in conspicuous locations throughout the area served by the water

system; and

(B) Using one or more of the following methods to reach persons not likely to be
reached by a public posting:

1. Publication in a local newspaper or newsletter distributed to customers;
2. E-mail message to employees or students;

3. Posting on the Internet or intranet; or

4. Direct delivery to each customer.
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Section 64465. of Title 22, California Code of Regulations (CCR) states in relevant part:
§64465. Public Notice Content and Format.

(a)

(©)

Each public notice given pursuant to this article, except Tier 3 public notices for

variances and exemptions pursuant to subsection (b), shall contain the following:

(1) A description of the violation or occurrence, including the contaminant(s) of
concern, and (as applicable) the contaminant level(s);

(2) The date(s) of the violation or occurrence;

(3) Any potential adverse health effects from the violation or occurrence, including
the appropriate standard health effects language from appendices 64465-A
through G;

(4) The population at risk, including subpopulations particularly vulnerable if exposed
to the contaminant in drinking water,;

(5) Whether alternative water supplies should be used;

(6) What actions consumers should take, including when they should seek medical
help, if known;

(7) What the water system is doing to correct the violation or occurrence;

(8) When the water system expects to return to compliance or resolve the
occurrence;

(9) The name, business address, and phone number of the water system owner,
operator, or designee of the water system as a source of additional information
concerning the public notice;

(10) A statement to encourage the public notice recipient to distribute the public notice
to other persons served, using the following standard language: “Please share
this information with all the other people who drink this water, especially those
who may not have received this public notice directly (for example, people in
apartments, nursing homes, schools, and businesses). You can do this by posting
this public notice in a public place or distributing copies by hand or mail”; and

(11) For a water system with a monitoring and testing procedure violation, this
language shall be included: “We are required to monitor your drinking water for
specific contaminants on a regular basis. Results of regular monitoring are an
indicator of whether or not your drinking water meets health standards. During
[compliance period dates], we [did not monitor or test’ or ‘did not complete all
monitoring or testing’] for [contaminant(s)], and therefore, cannot be sure of the
quality of your drinking water during that time.”

Each public notice given pursuant to this article shall contain information in Spanish

regarding the importance of the notice, or contain a telephone number or address

where Spanish-speaking residents may contact the water system to obtain a

translated copy of the public notice or assistance in Spanish. For each non-English

speaking group other than Spanish-speaking that exceeds 1,000 residents or 10% of

the residents in the community served, whichever is less, the public notice shall:

(1) Contain information in the appropriate language(s) regarding the importance of
the notice, or

(2) Contain a telephone number or address where such residents may contact the
water system to obtain a translated copy of the notice or assistance in the
appropriate language.

(d) Each public notice given pursuant to this article shall:
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(1) Be displayed such that it catches people’s attention when printed or posted and
be formatted in such a way that the message in the public notice can be
understood at the eighth-grade level;

(2) Not contain technical language beyond an eighth-grade level or print smaller than
12 point; and

(3) Not contain language that minimizes or contradicts the information being given in
the public notice.

Ground Water Rule
Section 64430. of Title 22, California Code of Regulations (CCR) states in relevant part:
§64430. Requirements.
A public water system that uses ground water shall comply with the following provisions of 40
Code of Federal Regulations as they appear in the Ground Water Rule published in 71 Federal
Register 65574 (November 8, 2008) and amended in 71 Federal Register 67427 (November
21, 2006) and 74 Federal Register 30953 (June 29, 2009), which are hereby incorporated by
reference: Sections 141.21(d)(3), 141.28(a), 141.153(h)(6), Appendix A to Subpart O
(Consumer Confidence Reports), 141.202(a)(8), 141.203(a)(4), Appendices A and B to
Subpart Q (Public Notification), and 141.400 through 141.405, except that in:
(a) sections 141.402(a)(1)(ii), (a)(2), (a)(2)(ii), (a)(4), (@)(@)(i)(A), (a)(5)(i), and (a)(5)(ii),
the phrase —§141.21(a)ll is replaced by —22 California Code of Regulations sections
64422 and 64423l,
(b) sections 141.402(a)(1)(ii) and 141.405(b)(4), the phrase —§141.21(c)ll is replaced by
—22 California Code of Regulations section 644251, and
(c) section 141.402(a)(2)(iii), the phrase —§141.21(b)ll is replaced by —22 California
Code of Regulations section 64424l

[Note: The text reflecting this section is provided in Addendum A of this book.[

Addendum A
§141.402. Ground water source microbial monitoring and analytical methods.
(a) Triggered source water monitoring —

(1) General requirements. A ground water system must conduct triggered source
water monitoring if the conditions identified in paragraphs (a)(1)(i) and (a)(1)(ii) of
this section exist.

(i) The system does not provide at least 4-log treatment of viruses (using
inactivation, removal, or a State-approved combination of 4-log virus inactivation
and removal) before or at the first customer for each ground water source; and
(i) The system is notified that a sample collected under 22 California Code of
Regulations sections 64422 and 64423 is total coliform-positive and the sample
is not invalidated under 22 California Code of Regulations section 64425.

(2) Sampling requirements. A ground water system must collect, within 24 hours of
notification of the total coliform-positive sample, at least one ground water
source sample from each ground water source in use at the time the total
coliform-positive sample was collected under 22 California Code of Regulations
sections 64422 and 64423, except as provided in paragraph (a)(2)(ii) of this
section.

(i) The State may extend the 24-hour time limit on a case-by-case basis if the
system cannot collect the ground water source water sample within 24 hours due
to circumstances beyond its control. In the case of an extension, the State must
specify how much time the system has to collect the sample.

(i) If approved by the State, systems with more than one ground water source
may meet the requirements of this paragraph (a)(2) by sampling a representative
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(3)

ground water source or sources. If directed by the State, systems must submit
for State approval a triggered source water monitoring plan that identifies one or
more ground water sources that are representative of each monitoring site in the
system's sample siting plan under 22 California Code of Regulations sections
64422 and 64423 and that the system intends to use for representative sampling
under this paragraph.

(iii) A ground water system serving 1,000 people or fewer may use a repeat
sample collected from a ground water source to meet both the requirements of
22 California Code of Regulations section 64424 and to satisfy the monitoring
requirements of paragraph (a)(2) of this section for that ground water source only
if the State approves the use of E. coli as a fecal indicator for source water
monitoring under this paragraph (a). If the repeat sample collected from the
ground water source is E.coli positive, the system must comply with paragraph
(a)(3) of this section.

Additional requirements. If the State does not require corrective action under
§141.403(a)(2) for a fecal indicator-positive source water sample collected under
paragraph (a)(2) of this section that is not invalidated under paragraph (d) of this
section, the system must collect five additional source water samples from the
same source within 24 hours of being notified of the fecal indicator-positive
sample.

Consecutive and wholesale systems —

(i) In addition to the other requirements of this paragraph (a), a consecutive
ground water system that has a total coliform-positive sample collected under 22
California Code of Regulations sections 64422 and 64423 must notify the
wholesale system(s) within 24 hours of being notified of the total coliform-
positive sample.

(i) In addition to the other requirements of this paragraph (a), a wholesale
ground water system must comply with paragraphs (a){(4)(ii}(A) and (a)(4)(ii))(B)
of this section.

(A) A wholesale ground water system that receives notice from a
consecutive system it serves that a sample collected under 22 California Code of
Regulations sections 64422 and 64423 is total coliform-positive must, within 24
hours of being notified, collect a sample from its ground water source(s) under
paragraph (a)(2) of this section and analyze it for a fecal indicator under
paragraph (c) of this section. .

(B) If the sample collected under paragraph (a)(4)(ii)(A) of this section is
fecal indicator-positive, the wholesale ground water system must notify all
consecutive systems served by that ground water source of the fecal indicator
source water positive within 24 hours of being notified of the ground water
source sample monitoring result and must meet the requirements of paragraph
(a)(3) of this section.

Exceptions to the triggered source water monitoring requirements. A ground
water system is not required to comply with the source water monitoring
requirements of paragraph (a) of this section if either of the following conditions
exists:

(i) The State determines, and documents in writing, that the total coliform-
positive sample collected under 22 California Code of Regulations sections
64422 and 64423 is caused by a distribution system deficiency; or

(i) The total coliform-positive sample collected under 22 California Code of
Regulations sections 64422 and 64423 is collected at a location that meets State
criteria for distribution system conditions that will cause total coliform-positive
samples.
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Attachment B

Blue Bell Valley Mutual Water Company
5500040

P.O. Box 56

Standard, California 95373

209 533-7954

E Coli Incident Time Line Draft

2/5/2015 Received Chromium, Hexavalent results sample taken Dec 8, 2014 Well 1A,
1B, Well 2, Well 3, Well 4

2/17/2015 Nitrate tests well 1B and well 3 Primary site Bacti test 18036 Blue Bell East

2/18/2015 Call from Aqualab - Cathy indicates hot test — need to retest — waiting to find
out what we are up against —

2/18/2015 5:30PM Chlorinated (Sodium Hypochlorite 12.5%) to .5 mg/l at tanks (tanks
fill at night)

2/19/2015 10:00AM added Chlorine at Tanks .5 mg/I

2/20/2015 Still waiting on test results from Aqualab repeat Bacti sample at primary site,
additional tests at upstream 17994 Blue Bell East and down stream site 15191 Lupine
Lane

2/20/2015 Repeat Test
1* repeat.pdf (943 KB)
Primary site 18036 Blue Bell East 09:56 AM

2/21/2015 Chlorinated Tanks — unable to reach Cathy Aqualab to confirm tests upstream
and down stream of primary Bacti test site

2/22/2015 Chlorinated Tanks maintain .5mg/l

2/23/2015 received email 8:33 AM Aqualab received results:
original failure.pdf (487 KB): primary site 18036 BBE test results received
E coli confirmed 1.1
Fecal Coliform 2.6

2" repeat.pdf (1 MB)
Primary site 18036 Blue Bell East 09:56 AM
Upstream 18036B Blue Bell East 10:01 AM
Upstream 17994 Blue Bell E 09:52 AM
Down Stream 15191 Lupine Lane 10:14 AM




2/23/2015 Source Wells tested
Well 1A 09:29 AM
Well 1B 09:32 AM
Well 2 09:37 AM
Well 3 09:45 AM

2/23/2015 received call from SWRB Christopher:
Issued Boil Order Mandate

2/23/2015 Karen organized with Jan Yancey, Diana Mc Bride, Dave and Suzanne Bartels
delivered Boil Order Notices. Tim Holden called Bud Baker that the primary sample
taken from their residence was positive. Tim Holden phoned all board members brought
up to speed about state of problem as known at this moment.

2/24/2015 2/25/2015 Karen had conversation about cross connections with Christopher
Barber documented via email Christopher Sent documentation about cross connection
State codes

2/24/2015 Phone call to Atcaa School followed by Boil Order — concerns and questions
answered via phone — School closed for a couple of days.

2/24/2015 Karen and Christopher worked together on Boil Order Notice Christopher
forwarded State Codes

2/24/2015 Forwarded received test results from 2/17/2015 at 8:34 AM to SWRB
Christopher and Board of Directors BBVMWC
Original Failure.pdf
Primary test site 18036 BBE Total <1.1
E coli 1.1
Fecal 1.1
Total Coliform 1.1
1* repeat.pdf
Results pending post chlorination
2™ repeat.pdf
Results pending post chlorination

2/25/2015 Received results Bacti tests on 2/23/2015

2/25/2015 Tim reviewing results, noted two apparent issues: (email to SWRB)
1. 17994 Blue Bell East is the home with the horse trough.
1. Spoke with homeowner about horse trough and aerator
2. Well 1B
1. flushed and chlorinated dosage .5mg/l

2/25/2015 Bacti results received from 2/23/2015 test samples
Well 1A 0 Prsmp Total <1.1




Well 1B Confirmed source contaminated
Ecoli 1.1
Fecal 1.1
Total Coliform 4.6
Well 1B off line sense 2/16/2015 normal monthly usage cycle
Well 3 0 Prsmp Total <1.1
Well 2 0 Prsmp Total <1.1

2/25/2015 Forwarded test results from 2/23/2015 at 5:09 PM to SWRB Christopher
Blue bell225.pdf Routine and Upstream and Down Stream test results
Primary test site 18036 BBE Total <1.1
Upstream 180368 BBE
E coli 1.1
Fecal 1.1
Total Coliform 1.1
Upstream 17994 BBE
E coli 4.6
Fecal 4.6
Total Coliform 4.6
Down Stream 15191 LL
Ecoli 1.1
Fecal 1.1
Total Coliform 1.1

2/25/2015 Per our phone conversation today, please perform the disinfection of the
distribution system as follows:

e  Using NSF 60-certified sodium hypochlorite, bring the chlorine residual in the tank to
2.0-2.5 mg/L leaving the tank(s).

e  Flush the distribution system until a chlorine residual of 0.5mg/L is detected at the
furthest point in the distribution system.

e Do Not Add Additional Chlorine at This Point

e Wait at least 24 hour before flushing the disinfectant from the distribution system.

If you have any further questions, please contact me.
Christopher Barber

2/25/2015 Completed Positive Total Coliform documentation

2/26/2015 Good morning Christopher,

This morning Feb. 26 from 8:15AM to 10:00 AM Don Perkins Operator from TUD met with me at
Blue Bell and reviewed and discussed the current E coli problem. Following the guidelines Kassy
proposed for chlorination dosage and residuals. Don reviewed my numbers for dosage,
residuals, tank and well stats, etc. He made a brief inspection of system.

Don’s recommendations are:




1. To recheck each well head for static and draw down and compare to last readings a
couple of months ago.

2. Remove front tank from service temporally use single tank for more consistent
chlorination mixture,

3. Continue the flushing and chlorination.

2/26/2015 Nitrate report fro well 1B &3 received from Aqualab at 3:41 PM forwarded to
SWRB and to BBVMWC Board of Directors
Bluebellno3.pdf

2/26/2015 Christopher sent a list of items via email to comply with.
2/27/2015 New BSSP due 3/15/2015

2/27/2015 11:30 AM clarification email chlorine residual at ends of system

2/28/2015 Nitrate test results received from samples taken 2/17/2015
Well 1B MCL 45 Analyses results 20.4
Well 3 MCL 45 Analyses results 48.7 — exceeds

2/28/2015 Letter to flush Exterior Faucets, Sprinklers, Drip systems sent to homeowners.

3/1/2015 Flush lines to draw chlorine from tanks at BBE Hydrant 1500 gallons
Flushed to Hydrant at Well 2 to draw chlorine from tanks 1500 gallons

3/2/2015 email Aqualab Mon 2/23/2015 1:12 PM
3/2/2015 Water Board Meeting
3/3/2015 BSSP Mapping in progress

3/4/2015 11:39 AM clarification email to SWRB Christopher Well 3 flushed and Nitrate
level re-sampled

3/5/2015 Thanks a big map would be very helpful. My conversation with Christopher yesterday
included the following.

Well number is out of service and valve is closed off.

| had made sure well 3 is off line once | received test results.

| spoke with Aqual.ab about the high Nitrate reading and asked for another test.
Well 3 has been flushed again outside of the water system.

New Nitrate test was taken on Monday 2, 2015

Christopher verbally issued a No Drink order for well 3.

| will send Christopher and update system map with new bacteria sample site plan
(BSSP)

Also send an update system information

NN =

@®




9. Well 1B is closed out of system

10. | assured Christopher | have full faith in Richard’s ability in my absence.
11. Send Christopher well run logs.

12. | failed to notify CDPH about the high Nitrate, Oops!

One last thing to do: Post a sign on well 3 unsafe to drink until further notice.

Tim

3/7/2015 Well 4 Flush to field — 1596 gallons

3/7/2015 Well 3 flush to field
begin 10247.20 cu ft.
end 10249.60 cu ft. — 1795 gallons

3/7/2015 Chlorinated tanks — 1:10 PM
Dosage at tanks 2.5

3/7/2015 Flushed Well 1B to field 3000 gallons
3/7/2015 BSSP Map up dated

3/8/2015 Richard and Tim Spoke to property owner at Well 3 site and neighbor about
why Well 3 being taken out of service.

3/8/2015 Chlorinated tanks and well 1B — 6:50 PM
Dosage at tanks 2.5
Dosage to Well 1B .5

3/9/2015 As the most recent round of bacteriological monitoring shows no sign of
contamination, the Bluebell Valley MWC must conduct a second round of bacteriological
monitoring from the distribution system and Well No. 1B. Please ensure the second
round of bacteriological monitoring samples are taken from the area that came back
positive in addition to other areas in the distribution system. The goal is to ensure the
entire distribution system is free from contamination. The Boil Water Notice must remain
in place until the Division is satisfied with the monitoring results. Christopher Barber

3/9/2015 12:03 PM email from SWRB Christopher Well 3 must be offline and removed
from system ‘Do Not Drink Order’

Regarding Well No. 3, the second sample taken also exceeded the MCL for nitrate. As a
result, Well No. 3 cannot be used as a source of supply in the public water system. Please
ensure Well No. 3 cannot be automatically or accidentally turned on to supply water to
the distribution system. In addition, please submit a plan for the future of Well No. 3 by
March 31, 2015. Christopher Barber




3/10/2015 Test results from 3/2/2015 received
3/12/2015 Received corrected results from Aqual.ab
3/12/2015 Water sampling

3/16/2015 Water sampling

3/16/2015 Well 3 current being plumbed outside of system for fire flow only posting Do
Not Drink

3/18/2015 Ordered chlorination Tank for well 1B

3/20/2015 Water sampling end of system .2ppm SSL & BBW
3/20/2015 email to Christopher attached test results from 3/16/2015
3/23/2015 Water Sampling

3/24/2015 Map corrections BSSP

3/24/2015 Flushed Well 1B to field 4500 gallons

3/25/2015 Additional Correction BSSP site Map

3/25/2015 4 more water samples 4™ round

3/27/2015 5:19 PM email Release of Boil Order from SWRB
3/27/2015 Atcaa School notified about release of Boil Order
4/1/2015 Christopher SWRB requires time line of events forwarded to him
4/2/2015 — 4/6/2015 Assembling Time Line

4/6/2015 Forwarded time line Draft to SWRB




Attachment C

Bacteriological Distribution Monitoring Report

5500040 BLUEBELL VALLEY MWC

Distribution System Freq: 1/M

Sample Date  Location T Coli EColi FColi HPC Type Cl2 Violation Comment
2/17/2015 OT @ 18036 Bluebell E. 2.6 1.1 2.6 Routine MCL
2/20/2015  Above 17994 Bluebell E <11 Repeat
2/20/2015 Below 15191 Lupine Ln <1.1 Repeat
2/20/2015 OT @ 18036 Bluebell E. 1.1 1.1 1.1 Repeat
2/23/2015  Above 17994 Bluebell E 486 46 46 Repeat
2/23/2015  Above 18036 Bluebell E 1.1 1.1 1.1 Repeat
2/23/2015 Below 15191 Lupin Ln 1.1 1.1 1.1 Repeat
2/23/2015 OT @ 18036 Bluebell E. <11 Repeat
2/23/20156  Well 1A <11 Source R
2/23/2015 Well 1B 4.6 1.1 1.1 Source R
2/23/2016  Well 2 <11 Source R
2/23/2015  Well 3 <1.1 Source R
3/2/2015 4 samples: At 18036 <11 Repeat

Bluebell, Above 18036
Bluebell, Above 17994
Biuebell, Below 156194
Lupin Ln
3/2/2015  Wells: 1A, 1B, 3, 2 <1.1 Routine
3/12/2015 4 samples: At 18036 <11 Routine
Bluebell, Above 17894
Bluebell, Above 18036
Bluebell, Below 15191
Lupin Ln
3/12/2015 Wells: 1A, 1B <11 Source R
3/25/2015 3 samples: at 18036 <1.1 Other
Bluebell, 17863 Shooting
Star, 15945 Bluebell W
3/25/2015 Well 1B <11 Other
Violation Key ;

‘MCL Exceeds the maximum contaminant level 'MR4 Did not collect 5 routine samples for previous month's positive sample

‘MR1  No monthly sample for the report month MR5 ‘Incorrect number of repeat samples as follow-up to a positive sample

‘MR2 No quarterly sample for the report month MR6 ‘No source sample

‘MR3  Incorrect number of routine samples for the report month - MR7 'No summary report submitted

‘ MR8 Other comments and/or info.

08-Apr-15

Page 1 of 1




Attachment D
Date: February 23, 2015

~ BOIL WATER NOTICE

BOIL YOUR WATER BEFORE USING

Failure to follow this advisory could result in stomach or intestinal illness.

Due to Escherichia Coli (E. Coli) positive samples from the water system taken on February 17,
2015, the State Water Resource Control Board - Division of Drinking Water, and Blue Bell Valley
Mutual Water Company Water are advising residents of the Blue Bell Valley Development who use Blue
Bell Valley Mutual Water Company water to use boiled tap water or bottled water for drinking and
cooking purposes as a safety precaution.

DO NOT DRINK THE WATER WITHOUT BOILING IT FIRST. Bring all water to a boil, let it boil
for one (1) minute, and let it cool before using, or use bottled water. Boiled or bottled water should
be used for drinking and food preparation until further notice. Boiling kills bacteria and other
organisms in the water. This is the preferred method to assure that the water is safe to drink.

e Water disinfection tablets may also be used by following the manufacturer’s instructions.
e Optional: Potable water is available at grocery stores.

We will inform you when tests show that water is safe to drink and you no longer need to boil your
water. We anticipate resolving the problem within _two (2) weeks

For more information call:

Water Utility contact: Blue Bell Valley Mutual Water Company Answering Service, (209) 533-7954,
(round the clock service), or/and P.O. Box 56, Standard, CA 95373, Tim Holden, President.

State Water Resource Control Board - Division of Drinking Water: (559) 447-3300, Merced District

Office

Tuolumne County Environmental Health: Christy McKinnon at (209) 533-5633.

Please share this information with all the other people who drink this water, especially those who may
not have received this notice directly (for example, people in apartments, nursing homes, schools, and
businesses). You can do this by posting this notice in a public place or distributing copies by hand or
mail.
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Attachment F

Certification of Completion of Public Notification

This form, when completed and returned to the Division of Drinking Water — Merced District (265 W.
Bullard Ave. #101, Fresno, CA 93704 or fax to 559-447-3304), serves as certification that public
notification to water users was completed as required by Title 22, California Code of Regulations,
Sections 64463-64465.

Public Water System Name:

Public Water System No.:

Public notification for significant rise in bacterial count for the month of February 2015 was
performed by the following method(s) (check and complete those that apply):

The notice was mailed to users on:
A copy of the notice is attached.

The notice was hand delivered to water customers on:
A copy of the notice is attached.

The notice was published in the local newspaper on:
A copy of the newspaper notice is attached.

The notice was published in conspicuous places on:
A copy of the notice is attached.
A list of locations the notice was posted is attached.

The notice was delivered to community organizations on:
A copy of the notice is attached.
A list of community organizations the notice was delivered to is attached.

| hereby certify that the above information is factual.

Printed Name

Title

Signature

Date

Disclosure: Be advised that Section 116725 and 116730 of the California Health and Safety Code state that any person who
knowingly makes any false statement on any report or document submitted for the purpose of compliance with the attached
order may be liable for a civil penaity not to exceed five thousand dollars ($5,000) for separate violation each day that the
violation continues. In addition, the violators may be prosecuted in criminal court and, upon conviction, be punished by a fine
of not more than $25,000 for each day of violation, or be imprisoned in the county jail not to exceed one year, or by both the
fine and imprisonment.

Due to the Division of Drinking Water within 10 days of issuance of notice to customers
System Number: _5500040
Enforcement Action No. __03-11-15C-004




Attachment G

STATE OF CALIFORNIA-HEALTH AND HUMAN SERVICES AGENCY GRAY DAVIS, Governor

DEPARTMENT OF HEALTH SERVICES
DRINKING WATER FIELD OPERATIONS BRANCH
5545 EAST AIRWAYS BOULEVARD

FRESNO, CALIFORNIA 93727

(559) 297-3883

FAX (559) 297-3873

WATER SUPPLY WELL CYCLE TEST
FOR BACTERIOLOGICAL CONTAMINATION

When a water supply well is suspected to be a possible source of bacteriological contamination in a
domestic water system the well must be investigated. The cycle test is an effective method of
evaluating the potential for the well to produce bacteriologically contaminated water.

The following procedure is considered to be an effective test for evaluation of the well. The well
should be inactive for a minimum of ¥ hour or longer before the start of the test, to allow the well to
return to a static condition. For best results the well should discharge to waste, or if this is not
possible, the discharge should be such that the well will run continuously for the 30 minute duration of
the test. Have on hand an adequate supply of sample containers and identification tags.

Open the discharge line and tumn the pump on.
Collect bacteriological samples at approximately:

No. 1 first water out of discharge
No. 2 at 1 minute

No. 3 at 5 minutes

No. 4 at 15 minutes

No. 5 at 30 minutes

If cycle test procedure is being done in follow-up to a previous coliform-positive sample from the well
the above samples should be analyzed by the multiple tube method to allow a determination of the
density of coliform present, If a previous well sample has not been found positive the
presence/absence test may be utilized. If any of the cycle test samples are positive the well should be
disinfected and a followup cycle test performed by the multiple tube method.

BACTERIOLOGICAL LABORATORY TEST PROCEDURES
Benefits and Disadvantages

Presence/Absence fest (Uses 10 ml sample)

Benefits: Fast - results in 24 hours
Least expensive
Disadvantage: Does not determine degree of contamination

Multiple Tube Fermentation method: (Uses 100 ml sample divided to ten 10 ml tubes for

fermentation)
Benefits: Determines degree of contamination
Disadvantages: Requires 48 hrs if negative, up to 72 hours for completion if positive

More expensive

Membrane Filter (Uses 100 m] sample)

Benefits: Results in 24 hours
Relatively inexpensive
Disadvantages: Can be difficult to filter adequate size of sample

Colonies of non-coliform bacteria can obscure coliform bacteria thus
nullifying results and requiring re-testing,




